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1 1 M2M ROUTER           CISCO       IR1101-K9 M2M ROUTER, SIM & CONFIG PROVIDED BY
TASWATER BUSINESS SYSTEMS

2 1 GENERIC CAT 6 WITH RJ45 PLUGS FITTED

3 - FEEDER, CO-AXIAL CABLE           RFI LENGTH TO BE DETERMINED

4 1 SURGE PROTECTOR ERICO OR NOVARIS
EQUIVALENT CSP1-NB90 INTERNALLY MOUNTED

5 50cm FEEDER TAIL        RFI PULSE SMA(M) TO N (M) 0.5m AND

6 1 ANTENNA (VANDAL PROOF)           RFI LMHP-G-1.5M-FS PANEL MOUNT

1 LPDA7030-11-0.5NF MOUNTED ON POLE - TASWATER TO ADVISE8

9 1 RTU   KINGFISHER                CP-35

10

2 KINGFISHER IO-2-111

1 DIGITAL INPUT MODULE KINGFISHER DI-5-112

1 ANALOG INPUT MODULE KINGFISHER AI-10-113

1 RTU BACKPLANE KINGFISHER B0-6-0-E00   6 SLOT BACKPLANE

1 RTU POWER SUPPLY KINGFISHER PS-22-0   20-60VDC

ETHERNET PATCH CABLE

ANTENNA (POOR SIGNAL AREA)

DIGITAL INPUT/OUTPUT MODULE

7 2 ADAPTOR (OPTION 1)           RFI A-88 PULSE FME(M) TO SMA (M)

14

    9207N-0.5 AND ADAPTOR FME(M) TO SMA (F) ADAPTOR

RG8  MALE 'N' TYPE
CONNECTOR

15

1 MEMORY CARD   KINGFISHER               ACC-uSD-16GB SANDISK ULTRA 16GB MICRO SDHC

          RFI

ITEM QTY DESCRIPTION MAKER TYPE REMARKS
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COM 1/2

WARNING - EXPLOSION HAZARD
Do not disconnect while circuits
are live unless area is known
to be non-hazardous

ETH 1 10-16Vdc
+-

Antenna

ETH 2 USB

1 1

2 -

3 1

4 1

5

6 1

7 1

8 1

9

210

111

112

1

14 1

ETHERNET PATCH CABLE GENERIC CAT 6   WITH RJ45 PLUGS FITTED

FEEDER, CO-AXIAL CABLE RFI RG8 MALE 'N' TYPE CONNECTOR LENGTH TO BE DETERMINED

SURGE PROTECTOR ERICO CSP1-NB90 INTERNALLY MOUNTED

QR SERIES TRIO RADIO SCHNEIDER TBURQR4HHE00E1L00

100cm FEEDER TAIL SCHNEIDER
ELECTRIC   TBURRFTTNCM-NM1.0M TNC MALE to N TYPE MALE 1.0m RG-223

ANTENNA & BRACKET RFI YAGI YB SERIES - TASWATER TO
ADVISE MODEL NUMBER

FREQUENCY 450-470Mhz UNLESS
OTHERWISE ADVISED

PANEL MOUNT UNITY GAIN
ANTENNA (VANDAL PROOF) RFI TLA400 SERIES FREQUENCY TO SUIT RADIO

RTU KINGFISHER CP-35

DIGITAL INPUT/OUTPUT MODULE KINGFISHER IO-2-1

 DIGITAL INPUT MODULE KINGFISHER DI-5-1

ANALOG INPUT MODULE KINGFISHER AI-10-1

RTU BACKPANE KINGFISHER B0-6-0-E00   6 SLOT BACKPLANE

RTU POWER SUPPLY KINGFISHER PS-22-0   20-60 VDC

13

1 MEMORY CARD   KINGFISHER                ACC-uSD-16GB SANDISK ULTRA 16GB MICRO SDHC
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1 1 TAS NETWORKS ELECTRICITY METER
2 1 NHP DTM H3-100C NHP MCB DIN-T 10H, 3P 100A, C-CURVE
3

5 6/7 NHP D7P-P0-PN3W AMBER INDICATOR 22.5mm (BASE QUANTITY/1 OPTION)
6 2/3 NHP D7P-P3-PN3G GREEN INDICATOR 22.5mm (BASE QUANTITY/1 OPTION)
7 1 NHP  D7P-LF6PN3WX10 BLUE INDICATING PUSH BUTTON
8 3 NHP D7P-F607-PX10 BLUE PUSHBUTTON 22.5mm (RESET)
9 2 NHP D7P-F301-PX10 GREEN PUSHBUTTON 22.5mm - START

10 2 NHP D7P-E402-PX01 RED PUSHBUTTON 22.5mm - STOP

12 1 NHP D7P-MT44-PX01 + D7-15YE112 MUSHROOM HEAD E/STOP PUSHBUTTON - TWIST TO RELEASE - 2 NC 1 NO

28 1 NHP D7P-SM22-PX10 BLACK ROTARY SWITCH 22.5mm - 2 POSITION - NON-KEYED

1 NHP D7-X10 ADDITIONAL CONTACT BLOCK FOR E/STOP - NO (NOT INDICATED)
1 NHP D7-X01 ADDITIONAL CONTACT BLOCK FOR E/STOP - NC (NOT INDICATED)

13 1 TEND TS2BCL7 INTRUDER ALARM WITH FLASHING RED INDICATOR

14 1 RS COMPONENTS 119-356 LEVEL INDICATOR
15 1 RS COMPONENTS 119-356 FLOW INDICATOR (OPTIONAL)

16 2/3/4 K&N CA10 AU802382-F*AU3714Z-E MAN-OFF-AUTO CONTROL SELECTOR SWITCH (BASE QUANTITY/1 OPTION/ 2 OPTIONS)

17 2 SPRECHER & SCHUH KT7-HTN ROTARY EXTENSION HANDLE TO SUIT KT7 BREAKERS

18 1 TERASAKI IP65 ROTARY HANDLE WITH EXTENSION SHAFT FOR A250 WHITE

19 2 AMMETER TBA

20 1 ABB OTS250G1L/4 ROTARY HANDLE WITH EXTENSION SHAFT FOR 160A FRAME MANUAL TRANSFER SWITCH

21 1 FIBOX L13 HINGED POLYCARBONATE LID

22 1 CROMPTON DPA 01 D M48 72mm VOLTMETER C/W INTEGRATED SELECTOR SWITCH

26 1 CLIPSAL WSC227F2X-RG TWIN SWITCH SOCKET OUTLET, 250V, 10A, WEATHER PROOF, FLAP, EXTRA SWITCH
SURFACE SWITCH, 1 GANG, 1 POLE, 250VAC, 16A, WS SERIES, M80 - SQUARE

53 2 CLIPSAL 56SO210-RO (+ PLUG) IP56 ELV SOCKET AND PLUG TO SUIT (COLOUR CODE: RED-LOW, GREEN-HIGH)

49 1 PUMP SOCKET -MARECHAL

50 1

51 1 GEN - MARECHAL

52 1
IP55 METAL LOCKABLE, SELF CLOSING LID FOR INLET

56 1 TBA TBA FLOW METER (OPTIONAL)

54 1 ENDRESS & HAUSER FMX-21 LEVEL SENSOR

29 2 TBA TBA LIMIT SWITCH FOR DOOR INDICATION

30 1 ANTENNA - VANDAL PROOF - TO SUIT INSTALLED COMMS EQUIPMENT - REFER EN01/EN02

NOTE 8

48B 1 PUMP PLUG - MARECHAL 313A426 INLET CAP IP66/IP67 FOR DS3, BLACK, NEOPRENE (NOT INDICATED)
48A 1 PUMP PLUG - MARECHAL 513P0D30 INDUSTRIAL POLY WITH GLAND, GRP, BLUE, 10-30mm GLAND SIZE. (NOT INDICATED)

513B3M25
DS3 POLY BOX 30 DEGREE, GLASS REINFORCED POLYESTER (GRP), BLUE, C/W 25mm CABLE
GLAND. FOR USE WITH INDUSTRIAL PLUGS & SOCKET-OUTLETS.

DS3 DECONTACTOR SOCKET OUTLET, (FEMALE) 380-440VOLT AC, 50A, 50Hz, 3P+N+EPUMP SOCKET -MARECHAL 31324013264

513B3M25
DS3 POLY BOX 30 DEGREE, GLASS REINFORCED POLYESTER (GRP), BLUE, C/W 25mm CABLE
GLAND. FOR USE WITH INDUSTRIAL PLUGS & SOCKET-OUTLETS.

GEN - MARECHAL DS3 DECONTACTOR SOCKET OUTLET, (MALE) 380-440VOLT AC, 50A, 50Hz, 3P+N+E3138017
53 1 GEN - MARECHAL 313A226
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43
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1 1 PHOENIX CONTACT 2800904 4A PLUG IN DC CIRCUIT BREAKER
2 9 PHOENIX CONTACT 2800902 2A PLUG IN DC CIRCUIT BREAKER
3 10 PHOENIX CONTACT 2801305 DC CIRCUIT BREAKER PLUG IN BASE
4
5 1 PHOENIX CONTACT 2907719 POWER SUPPLY COUPLER/DECOUPLER
6 44 PHOENIX CONTACT 3046141 KNIFE BLADE ISOLATION TERMINALS
7 3 PHOENIX CONTACT 3047183 PARTITION PLATE TO SUIT KNIFE BLADE TERMINALS
8 4 PHOENIX CONTACT 3022276 QUICK MOUNT END CLAMP FOR 35mm DIN RAIL 5mm WIDE

9 1 KINGFISHER CP-35-I-T3 RTU PROCESSOR UNIT
10 1 KINGFISHER BS-6 RTU 6 SLOT BACKPLANE
11 1 KINGFISHER PS-22 POWER SUPPLY MODULE
12 2 KINGFISHER IO-2 DIGITAL INPUT/OUTPUT MODULE
13 1 KINGFISHER DI-5 DIGITAL INPUT MODULE
14 1 KINGFISHER AI-10 ANALOG INPUT MODULE

15 1 TERASAKI DTCB6304C 4A 3 PHASE MINIATURE CIRCUIT BREAKER, C CHARACTERISTIC, DIN RAIL MOUNTING
16 1 TERASAKI DTCB6340C 40A 3 PHASE MINIATURE CIRCUIT BREAKER, C CHARACTERISTIC, DIN RAIL MOUNTING
17 2 TERASAKI DSRCBH1030A 10A 30mA RCBO MINIATURE CIRCUIT BREAKER, C CHARACTERISTIC, DIN RAIL MOUNTING
18 1 TERASAKI DSRCBH1630A 16A 30mA RCBO MINIATURE CIRCUIT BREAKER, C CHARACTERISTIC, DIN RAIL MOUNTING
19 4 TERASAKI DTCB6102C 2A 1 PHASE MINIATURE CIRCUIT BREAKER, C CHARACTERISTIC, DIN RAIL MOUNTING
20 1 TERASAKI P160F23100BE 100A MAIN SWITCH 3 PHASE - TEMBREAK PRO MCCB 3P 36kA 160A FRAME BASIC ELECTRONIC

1 TERASAKI IP65 ROTARY HANDLE WITH EXTENSION SHAFT FOR A250 WHITE (NOT SHOWN)

21 1 CARLO GAVAZI DPB 01 C M48 PHASE MONITORING RELAY
22 1 CARLO GAVAZI DCB 01 D M24 ASYMMETRICAL RECYCLER TIMING RELAY WITH ONE SHOT OUTPUT (FUNCTION Sh) 5A
48 2 CARLO GAVAZI DTA 04 D M24 THERMISTOR PROTECTION RELAY
57 1 CARLO GAVAZI DCB 01 D M24 TIMING RELAY

24 15 FINDER 55-3-4-9-024-0-0-94 FINDER, MINIATURE PLUG-IN RELAY, 7 A, 4 CO, WITH LOCKABLE TEST BUTTON, 24 V DC

25 15 FINDER 9472 FINDER, SOCKET, FOR PLUG IN RELAYS, SCREW CLAMP TERMINALS, MIXED CONTACT

53 2 CLIPSAL 56SO210-RO (+ PLUG) IP56 ELV SOCKET AND PLUG TO SUIT (COLOUR CODE: RED-LOW, GREEN-HIGH)
64 2 CURRENT TRANSDUCER (4-20mA)
28 2 CT (AMMETER) TT1A (TT35) ALTERNATING AC CURRENT TRANSFORMER

29 1 ABB OT160E04WCP MANUAL SUPPLY CHANGEOVER SWITCH - 4 POLE
58 1 ABB OTS250G1L/4 ROTARY HANDLE FOR OT160E04WCP MANUAL TRANSFER SWITCH (NOT SHOWN)

30 2 SPRECHER & SCHUH SPRCSS7E-62EC-24VDC SAFETY RELAY 6NO 2NC 24VDC ELECTRONIC COIL
31 2 SPRECHER & SCHUH CA7 PUMP CONTACTOR
32 1 SPRECHER & SCHUH CA7 ODOUR FAN CONTACTOR
33 2 SPRECHER & SCHUH KTA725HxxA MOTOR CB THERM/MAG ROTARY HANDLE INCLUDING THERMAL OVERLOAD -SIZED TO SUIT PUMP
34 1 SPRECHER & SCHUH KTA725HxxA MOTOR CB THERM/MAG ROTARY HANDLE  INCLUDING THERMAL OVERLOAD -SIZED TO SUIT FAN
35 2 SPRECHER & SCHUH KT7-HT ROTARY EXTENSION HANDLE SHAFT TO SUIT KT7 BREAKERS (NOT SHOWN)

37 1 ALLEN BRADLEY 440R-S12R2 GUARDMASTER 24 V DC SAFETY RELAY - DUAL CHANNEL WITH 2 SAFETY CONTACTS 1 AUXILIARY CONTACT

38 1 NOVARIS SDN3-100-275 SURGE DIVERTER - MAIN SUPPLY
39 2 NOVARIS SFD1-20-50-275-A SURGE DIVERTER - DC POWER SUPPLY
40 1 ERICO CSP1-NB90 SURGE DIVERTER - ANTENNA - RADIO COMMS ONLY (NOT SHOWN)

41 2 NHP KTS001140 THERMOSTAT
42 2 NHP HG14005 60W ANTI CONDENSATION HEATER

43 4 CENTURY NP12-9Ah 12V 9Ah SLA BATTERY

44 1 IPD EB18 EARTH BAR
45 1 IPD NB18-K NEUTRAL BAR

46 2 IPD AH6-3 FUSE HOLDER - MINIATURE 3AG 25A 125VAC IN-LINE BAYONET CLEAR + 180MM RED WIRE
47 2 SIBA 189020-10A 10A HRC FUSE

56 1 TBA TBA FLOW METER
54 1 ENDRESS & HAUSER FMX-21 LEVEL SENSOR

55 2 POWERBOX PB256-2405CML DC POWER SUPPLY MOUNTED ON 300x300 ALUMINIUM PLATE - MOUNTED ON SIDE WALL

62 1 NHP NHP MCB DIN-T 10H 3P 100A  C CURVE
63 1 TASNETWORKS ELECTRICITY METER

36

1 CISCO IR1101-K9 4G ROUTER64

KT7-HTN ROTARY EXTENSION HANDLE KNOB (NOT SHOWN)SPRECHER & SCHUH2

49 1 PUMP SOCKET -MARECHAL
50 1

51 1 GEN - MARECHAL

52 1
IP55 METAL LOCKABLE, SELF CLOSING LID FOR INLET

513B3M25 DS3 POLY BOX 30 DEGREE, GLASS REINFORCED POLYESTER (GRP), BLUE, C/W 25mm CABLE
GLAND. FOR USE WITH INDUSTRIAL PLUGS & SOCKET-OUTLETS.

DS3 DECONTACTOR SOCKET OUTLET, (FEMALE) 380-440VOLT AC, 50A, 50Hz, 3P+N+EPUMP SOCKET -MARECHAL 31324013264

513B3M25 DS3 POLY BOX 30 DEGREE, GLASS REINFORCED POLYESTER (GRP), BLUE, C/W 25mm CABLE
GLAND. FOR USE WITH INDUSTRIAL PLUGS & SOCKET-OUTLETS.

GEN - MARECHAL DS3 DECONTACTOR SOCKET OUTLET, (MALE) 380-440VOLT AC, 50A, 50Hz, 3P+N+E3138017
53 1 GEN - MARECHAL 313A226

48B 1 PUMP PLUG - MARECHAL 313A426 INLET CAP IP66/IP67 FOR DS3, BLACK, NEOPRENE (NOT INDICATED)
48A 1 PUMP PLUG - MARECHAL 513P0D30 INDUSTRIAL POLY WITH GLAND, GRP, BLUE, 10-30mm GLAND SIZE. (NOT INDICATED)
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1 1 TAS NETWORKS ELECTRICITY METER
2 1 NHP DTM H3-100C NHP MCB DIN-T 10H, 3P 100A, C-CURVE
3

5 6/7 NHP D7P-P0-PN3W AMBER INDICATOR 22.5mm (BASE QUANTITY/1 OPTION)
6 2/3 NHP D7P-P3-PN3G GREEN INDICATOR 22.5mm (BASE QUANTITY/1 OPTION)
7 1 NHP  D7P-LF6PN3WX10 BLUE INDICATING PUSH BUTTON
8 3 NHP D7P-F607-PX10 BLUE PUSHBUTTON 22.5mm (RESET)
9 2 NHP D7P-F301-PX10 GREEN PUSHBUTTON 22.5mm - START

10 2 NHP D7P-E402-PX01 RED PUSHBUTTON 22.5mm - STOP

12 1 NHP D7P-MT44-PX01 + D7-15YE112 MUSHROOM HEAD E/STOP PUSHBUTTON - TWIST TO RELEASE - 2 NC 1 NO

28 1 NHP D7P-SM22-PX10 BLACK ROTARY SWITCH 22.5mm - 2 POSITION - NON-KEYED

1 NHP D7-X10 ADDITIONAL CONTACT BLOCK FOR E/STOP - NO (NOT INDICATED)
1 NHP D7-X01 ADDITIONAL CONTACT BLOCK FOR E/STOP - NC (NOT INDICATED)

13 1 TEND TS2BCL7 INTRUDER ALARM WITH FLASHING RED INDICATOR

14 1 RS COMPONENTS 119-356 LEVEL INDICATOR
15 1 RS COMPONENTS 119-356 FLOW INDICATOR (OPTIONAL)

16 2/3/4 K&N CA10 AU802382-F*AU3714Z-E MAN-OFF-AUTO CONTROL SELECTOR SWITCH (BASE QUANTITY/1 OPTION/ 2 OPTIONS)

17 2 SPRECHER & SCHUH KT7-HTN ROTARY EXTENSION HANDLE TO SUIT KT7 BREAKERS

18 1 TERASAKI IP65 ROTARY HANDLE WITH EXTENSION SHAFT FOR A250 WHITE

19 2 AMMETER TBA

20 1 ABB OTS250G1L/4 ROTARY HANDLE WITH EXTENSION SHAFT FOR 160A FRAME MANUAL TRANSFER SWITCH

21 1 FIBOX L13 HINGED POLYCARBONATE LID

22 1 CROMPTON DPA 01 D M48 72mm VOLTMETER C/W INTEGRATED SELECTOR SWITCH

26 1 CLIPSAL WSC227F2X-RG TWIN SWITCH SOCKET OUTLET, 250V, 10A, WEATHER PROOF, FLAP, EXTRA SWITCH
SURFACE SWITCH, 1 GANG, 1 POLE, 250VAC, 16A, WS SERIES, M80 - SQUARE

53 2 CLIPSAL 56SO210-RO (+ PLUG) IP56 ELV SOCKET AND PLUG TO SUIT (COLOUR CODE: RED-LOW, GREEN-HIGH)

49 1 PUMP SOCKET -MARECHAL

50 1

51 1 GEN - MARECHAL

52 1
IP55 METAL LOCKABLE, SELF CLOSING LID FOR INLET

56 1 TBA TBA FLOW METER (OPTIONAL)

54 1 ENDRESS & HAUSER FMX-21 LEVEL SENSOR

29 2 TBA TBA LIMIT SWITCH FOR DOOR INDICATION

30 1 ANTENNA - VANDAL PROOF - TO SUIT INSTALLED COMMS EQUIPMENT - REFER EN01/EN02

48B 1 PUMP PLUG - MARECHAL 313A426 INLET CAP IP66/IP67 FOR DS3, BLACK, NEOPRENE (NOT INDICATED)
48A 1 PUMP PLUG - MARECHAL 513P0D30 INDUSTRIAL POLY WITH GLAND, GRP, BLUE, 10-30mm GLAND SIZE. (NOT INDICATED)

513B3M25
DS3 POLY BOX 30 DEGREE, GLASS REINFORCED POLYESTER (GRP), BLUE, C/W 25mm CABLE
GLAND. FOR USE WITH INDUSTRIAL PLUGS & SOCKET-OUTLETS.

DS3 DECONTACTOR SOCKET OUTLET, (FEMALE) 380-440VOLT AC, 50A, 50Hz, 3P+N+EPUMP SOCKET -MARECHAL 31324013264

513B3M25
DS3 POLY BOX 30 DEGREE, GLASS REINFORCED POLYESTER (GRP), BLUE, C/W 25mm CABLE
GLAND. FOR USE WITH INDUSTRIAL PLUGS & SOCKET-OUTLETS.

GEN - MARECHAL DS3 DECONTACTOR SOCKET OUTLET, (MALE) 380-440VOLT AC, 50A, 50Hz, 3P+N+E3138017
53 1 GEN - MARECHAL 313A226
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1 1 PHOENIX CONTACT 2800904 4A PLUG IN DC CIRCUIT BREAKER
2 9 PHOENIX CONTACT 2800902 2A PLUG IN DC CIRCUIT BREAKER
3 10 PHOENIX CONTACT 2801305 DC CIRCUIT BREAKER PLUG IN BASE
4
5 1 PHOENIX CONTACT 2907719 POWER SUPPLY COUPLER/DECOUPLER
6 44 PHOENIX CONTACT 3046141 KNIFE BLADE ISOLATION TERMINALS
7 3 PHOENIX CONTACT 3047183 PARTITION PLATE TO SUIT KNIFE BLADE TERMINALS
8 4 PHOENIX CONTACT 3022276 QUICK MOUNT END CLAMP FOR 35mm DIN RAIL 5mm WIDE

9 1 KINGFISHER CP-35-I-T3 RTU PROCESSOR UNIT
10 1 KINGFISHER BS-6 RTU 6 SLOT BACKPLANE
11 1 KINGFISHER PS-22 POWER SUPPLY MODULE
12 2 KINGFISHER IO-2 DIGITAL INPUT/OUTPUT MODULE
13 1 KINGFISHER DI-5 DIGITAL INPUT MODULE
14 1 KINGFISHER AI-10 ANALOG INPUT MODULE

15 1 TERASAKI DTCB6304C 4A 3 PHASE MINIATURE CIRCUIT BREAKER, C CHARACTERISTIC, DIN RAIL MOUNTING
16 1 TERASAKI DTCB6340C 40A 3 PHASE MINIATURE CIRCUIT BREAKER, C CHARACTERISTIC, DIN RAIL MOUNTING
17 2 TERASAKI DSRCBH1030A 10A 30mA RCBO MINIATURE CIRCUIT BREAKER, C CHARACTERISTIC, DIN RAIL MOUNTING
18 1 TERASAKI DSRCBH1630A 16A 30mA RCBO MINIATURE CIRCUIT BREAKER, C CHARACTERISTIC, DIN RAIL MOUNTING
19 4 TERASAKI DTCB6102C 2A 1 PHASE MINIATURE CIRCUIT BREAKER, C CHARACTERISTIC, DIN RAIL MOUNTING
20 1 TERASAKI P160F23100BE 100A MAIN SWITCH 3 PHASE - TEMBREAK PRO MCCB 3P 36kA 160A FRAME BASIC ELECTRONIC

1 TERASAKI IP65 ROTARY HANDLE WITH EXTENSION SHAFT FOR A250 WHITE (NOT SHOWN)

21 1 CARLO GAVAZI DPB 01 C M48 PHASE MONITORING RELAY
22 1 CARLO GAVAZI DCB 01 D M24 ASYMMETRICAL RECYCLER TIMING RELAY WITH ONE SHOT OUTPUT (FUNCTION Sh) 5A
48 2 CARLO GAVAZI DTA 04 D M24 THERMISTOR PROTECTION RELAY
57 1 CARLO GAVAZI DCB 01 D M24 TIMING RELAY

24 15 FINDER 55-3-4-9-024-0-0-94 FINDER, MINIATURE PLUG-IN RELAY, 7 A, 4 CO, WITH LOCKABLE TEST BUTTON, 24 V DC

25 15 FINDER 9472 FINDER, SOCKET, FOR PLUG IN RELAYS, SCREW CLAMP TERMINALS, MIXED CONTACT

53 2 CLIPSAL 56SO210-RO (+ PLUG) IP56 ELV SOCKET AND PLUG TO SUIT (COLOUR CODE: RED-LOW, GREEN-HIGH)
64 2 CURRENT TRANSDUCER (4-20mA)
28 2 CT (AMMETER) TT1A (TT35) ALTERNATING AC CURRENT TRANSFORMER

29 1 ABB OT160E04WCP MANUAL SUPPLY CHANGEOVER SWITCH - 4 POLE
58 1 ABB OTS250G1L/4 ROTARY HANDLE FOR OT160E04WCP MANUAL TRANSFER SWITCH (NOT SHOWN)

30 2 SPRECHER & SCHUH SPRCSS7E-62EC-24VDC SAFETY RELAY 6NO 2NC 24VDC ELECTRONIC COIL
31 2 SPRECHER & SCHUH CA7 PUMP CONTACTOR
32 1 SPRECHER & SCHUH CA7 ODOUR FAN CONTACTOR
33 2 SPRECHER & SCHUH KTA725HxxA MOTOR CB THERM/MAG ROTARY HANDLE INCLUDING THERMAL OVERLOAD -SIZED TO SUIT PUMP
34 1 SPRECHER & SCHUH KTA725HxxA MOTOR CB THERM/MAG ROTARY HANDLE  INCLUDING THERMAL OVERLOAD -SIZED TO SUIT FAN
35 2 SPRECHER & SCHUH KT7-HT ROTARY EXTENSION HANDLE SHAFT TO SUIT KT7 BREAKERS (NOT SHOWN)

37 1 ALLEN BRADLEY 440R-S12R2 GUARDMASTER 24 V DC SAFETY RELAY - DUAL CHANNEL WITH 2 SAFETY CONTACTS 1 AUXILIARY CONTACT

38 1 NOVARIS SDN3-100-275 SURGE DIVERTER - MAIN SUPPLY
39 2 NOVARIS SFD1-20-50-275-A SURGE DIVERTER - DC POWER SUPPLY
40 1 ERICO CSP1-NB90 SURGE DIVERTER - ANTENNA - RADIO COMMS ONLY (NOT SHOWN)

41 2 NHP KTS001140 THERMOSTAT
42 2 NHP HG14005 60W ANTI CONDENSATION HEATER

43 4 CENTURY NP12-9Ah 12V 9Ah SLA BATTERY

44 1 IPD EB18 EARTH BAR
45 1 IPD NB18-K NEUTRAL BAR

46 2 IPD AH6-3 FUSE HOLDER - MINIATURE 3AG 25A 125VAC IN-LINE BAYONET CLEAR + 180MM RED WIRE
47 2 SIBA 189020-10A 10A HRC FUSE

56 1 TBA TBA FLOW METER
54 1 ENDRESS & HAUSER FMX-21 LEVEL SENSOR

55 2 POWERBOX PB256-2405CML DC POWER SUPPLY MOUNTED ON 300x300 ALUMINIUM PLATE - MOUNTED ON SIDE WALL

62 1 NHP NHP MCB DIN-T 10H 3P 100A  C CURVE
63 1 TASNETWORKS ELECTRICITY METER

36

1 CISCO IR1101-K9 4G ROUTER64

KT7-HTN ROTARY EXTENSION HANDLE KNOB (NOT SHOWN)SPRECHER & SCHUH2

49 1 PUMP SOCKET -MARECHAL
50 1

51 1 GEN - MARECHAL

52 1
IP55 METAL LOCKABLE, SELF CLOSING LID FOR INLET

513B3M25 DS3 POLY BOX 30 DEGREE, GLASS REINFORCED POLYESTER (GRP), BLUE, C/W 25mm CABLE
GLAND. FOR USE WITH INDUSTRIAL PLUGS & SOCKET-OUTLETS.

DS3 DECONTACTOR SOCKET OUTLET, (FEMALE) 380-440VOLT AC, 50A, 50Hz, 3P+N+EPUMP SOCKET -MARECHAL 31324013264

513B3M25 DS3 POLY BOX 30 DEGREE, GLASS REINFORCED POLYESTER (GRP), BLUE, C/W 25mm CABLE
GLAND. FOR USE WITH INDUSTRIAL PLUGS & SOCKET-OUTLETS.

GEN - MARECHAL DS3 DECONTACTOR SOCKET OUTLET, (MALE) 380-440VOLT AC, 50A, 50Hz, 3P+N+E3138017
53 1 GEN - MARECHAL 313A226

48B 1 PUMP PLUG - MARECHAL 313A426 INLET CAP IP66/IP67 FOR DS3, BLACK, NEOPRENE (NOT INDICATED)
48A 1 PUMP PLUG - MARECHAL 513P0D30 INDUSTRIAL POLY WITH GLAND, GRP, BLUE, 10-30mm GLAND SIZE. (NOT INDICATED)
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